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August 31, 2006

Cover
Sheet

Office of Rehabilitation
Building E - Tenant
Improvements

Drawing List
Sheet

Number Sheet Name

G1000 Cover Sheet
A101 Floor Plans / Demolition Plan
A102 Ceiling Plan & Details
A103 Interior Elevations / Details
A104 Schedules and Details

APPLICABLE CODE YEAR APPLICABLE CODE YEAR
Uniform Building Code (IBC) 2003 ADAGG 2004
Uniform Fire Code (IFC) 2003 ADA 2004
Uniform Mechanical Code  (IMC) 2003 Model Energy Code (IECC) 2003
Uniform Plumbing Code 2003 National Electrical Code 2005
NFPA 2002

BUILDING DATA

Use / Occupancy Classification: OCCUPANCY GROUP B (NO CHANGE OF USE)

Building Height: EXISTING 1-STORY BUILDING

Allowed
Actual

Building Area: EXISTING 2,858 GROSS SQ. FT.

Allowed
Allowable Area Increases
Actual Area

Construction Type: TYPE V-B

Occupant Load: 2,858 / 100 = 29

Fire Resistance Requirements:

Exterior Walls
Interior Walls
Structural Frame

Fire Sprinkling Required: EXISTING BUILDING FULLY FIRE SPRINKLED

Total Exit Width Required:

No. of Exits Required: (2) EXISTING EXITS - TOTAL EXIT WIDTH 7'

CODE ANALYSIS

NORTH

KEY PLAN

EXIT PLANVICINITY MAP

PROJECT LOCATION

1

MARK DATE DESCRIPTION



FD

FD

GFI

G
FI

Remove all existing
plumbing fixtures and
accessories this toilet
room

Remove existing walls
and doors shown dashed

Existing toilet and sink to
remain - new thinset tile
wainscot to be installed,
remove fixtures if necessary
to install new tile

Remove all existing
carpeting and base -

typical throughout

Remove all walls
shown dashed

Saw cut existing concrete
slab for installation of new
drain line for janitor sink

Remove existing grab bars and
accessories, salvage for
reinstallation after tile wainscot
installed

Existing phone panel to be
relocated to new I.T. Room

Remove existing
stairs

Remove existing drinking
fountain, salvage for
reinstallation

Remove existing water heater,
salvage for reinstallation

R
EF

.

FD

FD

FD

120 SF

File Room
112

121 SF

Work
Room

113

150 SF

Director
Office

111
120 SF

Office
110

120 SF

Office
109

120 SF

Office
108

106 SF

Break
Room

105
97 SF

I.T. Room
104

120 SF

Office
103

120 SF

Office
102

314 SF

Conference
101

73 SF

Toilet
Room

106

79 SF

Work
Station

114

80 SF

Work
Station

115
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Reception
100
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Toilet
Room
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493 SF

Common
Area
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W3

W1
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116

116b
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6

107

114

112

3'
 - 

1"

P2

11 SF

Janitor
117

113a

6"

113b
100

W5

W5
117

12' - 4 1/2"

W5

W5

W5

W5

W3

W5

System furniture
provided / installed

by Owners

Infill existing opening to match
adjacent walls, patch and paint
each side to match adjacent

4' - 6"

2'
 - 

6 
1/

4"
3'

 - 
0"

Relocate existing
drinking fountain

2' - 6 1/4"

2'
 - 

6"

Existing
furred
wall -
extend as
shown
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Floor Plans / Demolition
Plan

ro/pc

Office of Rehabilitation
Building E - Tenant
Improvements

 1/8" = 1'-0"1 Demolition Plan

 1/4" = 1'-0"3 Floor Plan

2

NOTE:  SEE SHEET
A104 FOR SCHEDULES

MARK DATE DESCRIPTION

 1/8" = 1'-0"2 Electrical Plan

NOTE:  UNLESS OTHERWISE INDICATED, THE HEIGHTS FROM FLOOR TO THE CENTER OF ELECTRICAL FIXTURES SHALL BE AS FOLLOWS:

WALL OUTLETS +16"
TELEPHONE OUTLETS +16"
DATA / TV OUTLETS +16"
WALL SWITCHES +48"
PANEL BOARDS +72" TO TOP

SWITCHES SHALL BE FLUSH TOGGLE TYPE AC QUIET, 20 AMP. COLOR WHITE
RECEPTACLES SHALL BE 3-WIRE GROUNDING TYPE, 125 VOLT, 20 AMP. COLOR WHITE
ALL FACE PLATES, TRIM PLATES ETC. TO BE COLOR WHITE



45
°

45°45
°

45°

4" MAX.TYP.

F

F

F

New security
light

Horn Strobe

Horn
Strobe F

F

Relocate
existing exit
lights

Relocate existing exit light

New exit light -
match existing

Reinstall
existing ceiling
fans

Level 1
0"

T.O. Stud
9' - 6"

3-5/8" metal
stud @ 16" o.c.

5/8" gyp. bd. ea.
side of wall

Rubber base
Carpet tile
Exist. conc. floor

3-5/8" metal kickers,
stagger @ 48" o.c.

Attach
kickers to top

member of
roof joist

Existing roof and deck

Susp. acoustic
tile ceiling

Level 1
0"

T.O. Stud
9' - 6"

3-5/8" metal
stud @ 16" o.c.

5/8" gyp. bd. ea.
side of wall

Rubber base
Carpet tile
Exist. conc. floor

3-5/8" metal kickers,
stagger @ 48" o.c.

Attach
kickers to top

member of
roof joist

Existing roof and deck

Susp. acoustic
tile ceiling

Remove existing ceilings
throughout entire space

Frame skylight
opening w/ treated
2x4, attach to top
chord of existing
trusses

Existing plywood
deck

21" tubular
skylight on 11"
min. self-flashing
integral curb

Acrylic diffuser

Susp. acoustic ceiling

Existing roof trusses,
verify locations and
plenum conditions prior to
installation of skylights

Existing BUR
membrane

Contractor to rehang
existing insulation

SEISMIC BRACING DETAIL @ SUSPENDED CEILING GRID

Reference Standard 25-2, 1997 UBC

NOTE:  SPLAY WIRES WITH STRUT TO BE
12'-0" O.C. EACH DIRECTION - THE FIRST
POINT OF BRACING TO BE WITHIN 6'-0"
FROM EACH WALL

CROSS RUNNER

MAIN RUNNER

12 GA. SPLAY WIRE
IN PLACE OF EACH
COMPONENT

VERTICAL
COMPRESSION
STRUT

Tubular Skylight
w/ acrylic diffuser

24" x 24"
supply air
diffuser

12" x 24"
return air

grille

2x4 fluorescent fixture Emergency
exit light

Wall / ceiling bracket mounted
fluorescent fixture

Exterior
security light
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Ceiling Plan & Details

ro/pc

Office of Rehabilitation
Building E - Tenant
Improvements

3

 1/8" = 1'-0"1 Level 1

 1/2" = 1'-0"2 Wall Section Perpindicular to Joists
 1/2" = 1'-0"3 Wall Section Parallel to Joists

 1/8" = 1'-0"4 Ceiling Demolition Plan

 3/4" = 1'-0"5 Detail @ Tubular Skylight
1 : 16 Seismic Bracing Details

MARK DATE DESCRIPTION

CEILING SYMBOLS

CEILING PLAN NOTES:

1. TILE TO BE 2X4X5/8" SQUARE EDGE, WHITE, 'FISSURED' BY USG INTERIORS, INC. OR PRIOR
APPROVED EQUAL.

2. CEILING SUSPENSION SYSTEM TO BE DIRECT HUNG, ASTM C635, HEAVY DUTY STRUCTRUAL
CLASSIFICATION.

3. LIGHT FIXTURES

A. OFFICE AREAS: LAY-IN LIGHT FIXTURES TO BE 2X4, GRID MOUNTED
48" T8 FLUORESCENT FIXTURES W/ RAPID START ELECTRONIC
BALLAST AND PARABOLIC DIFFUSER - LITHONIA PM3N OR PRIOR
APPROVED EQUAL.

B. TOILET ROOMS:WALL MOUNTED 4' 2-LAMP T8 FLUORESCENT FIXTURES
W/ RAPID START ELECTRONIC BALLAST - LITHONIA WC SERIES OR
PRIOR APPROVED EQUAL.

C. JANITOR'S ROOM:  CEILING MOUNT 2' 1-LAMP T8 FLUORESCENT FIXTURE
W/ RAPID START ELECTRONIC BALLAST - LITHONIA WC SERIES OR
PRIOR APPROVED EQUAL.

D. EXTERIOR REAR ENTRANCE:  MOTION ACTIVATED SECURITY LIGHT W/
180 DEGREE DETECTION RANGE - LITHONIA MSP SERIES OR PRIOR
APPROVED EQUAL.

E. KITCHEN:  SURFACE MOUNTED 4' 4-LAMP T8 FLUORESCENT FIXTURE
W/ RAPID START ELECTRONIC BALLAST - LITHONIA AW SERIES OR
PRIOR APPROVED EQUAL.

4. PROVIDE (4) EA. FIXTURE SUPPORT CLIPS PER SUSPENDED LIGHT FIXTURE, ANCHOR EA. FIXTURE W/ #12
STEEL WIRE AT EACH CORNER, INDEPENDENT OF CEILING SUPPORT SYSTEM.

5. HVAC CONTRACTOR TO RE-ROUTE AND LOCATE EXISTING DUCTWORK AS NECESSARY TO ACCOMMODATE
NEW SPACES.  PROVIDE NEW DIFFUSERS AND RETURN AIR GRILLS.

6. FIRE SPRINKLING CONTRACTOR TO ADJUST PLACEMENT OF EXISTING FIRE SPRINKLER HEADS AS
NECESSARY TO ACCOMMODATE NEW SPACES.

7. CONTRACTOR TO VERIFY EXISTING CONDITIONS @ CEILING PLENUM AND RE-HANG OR REPLACE LOOSE
AND DAMAGED INSULATION.
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 - 

2"

Under-cabinet
mounted
microwave
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0"

1'
 - 

7" 3'
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Align new wall
w/ existing

6" 3' - 0"
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3'
 - 

0"

ADA compliant
tank-type toilet

4"
3'

 - 
0"

10' - 0"

P. laminate covered
cabinets w/ 3/4"
adjust. shelf

R
EF

.

FD

FD

FD

A103 1

A103

2a

2c

2b

New ADA compliant
toilet

42" 1 1/2" diam. grab bar

36"  1 1/2" diam. grab bar

2'
 - 

0"
2'

 - 
6"

1'
 - 

3"
3'

 - 
0 

3/
4"

32" x 32" mop sink w/
stainless steel utility
shelf and mop holder
above

ADA compliant
marble

threshold

Metal threshold

Reinstall existing
fixtures and

accessories this toilet
room

New ADA compliant wall-hung lavatory

Stainless steel mirror

Surface mounted soap dispenser

Recessed towel dispenser / waste receptacle

3'
 - 

0"

7'
 - 

0"

Integral counter and
backsplash

3/4" Adj. shelf

1'
 - 

6"
2'

 - 
6" P. Laminate @ all

exposed surfaces

3/4" Adj. shelf

UTAH STATE
OFFICE OF

REHABILITATION

8:00-5:00 M-F
OFFICE HOURS

SPACE NAME
1 1/2" HIGH

WHITE VINYL
LETTER

FONT 'ARIAL'
BLUE AND

WHITE LOGO
12" X 12"

OFFICE HOURS
3/4" HIGH WHITE
VINYL LETTERS

FONT 'ARIAL'

5'
 - 

0"
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Checker

Interior Elevations /
Details

Author

Office of Rehabilitation
Building E - Tenant
Improvements

 1/4" = 1'-0"1 Elevation @ Breakroom
 1/4" = 1'-0"2c Toilet Room 107 South

 1/4" = 1'-0"2b Toilet Room 107 - West
 1/4" = 1'-0"2a Toilet Room 107 - East

 1/4" = 1'-0"3 Elevation @ Work Room

MARK DATE DESCRIPTION

4

 3/8" = 1'-0"5 Callout of Floor Plan
 3/4" = 1'-0"6 Section Through Breakroom Cabinet

(Toilet Room 106 Similar) (Toilet Room 106 Similar)

 1/2" = 1'-0"4 Sign @ Entry Door



A B C D

2" 2"

2"

See
Schedule

7'
 - 

0"

2"
7'

 - 
0"

2"
7'

 - 
0"

2" 2"
See

Schedule 2"
See

Schedule 2"
See

Schedule2" 2' - 0" 2" 2"

2"
7'

 - 
0"

6"

1/4" clear
tempered
glass

1/4" clear
tempered
glass

3'
 - 

0"
6"

6" 6"

E

Stainless
steel corner

guards - typ.
all jambs @

framed
openings

3'
 - 

6"

7'
 - 

0"

3' - 0"

Horiz. alum.
blinds @
office side of
glass

2. SIGNAGE FOR OFFICES: SMITHGRAPHICS INC.4X4 DROP IN SIGN
FINISH:  SATIN BLACK WITH GREEN TINTED ACRYLIC LENS

SHERWIN WILLIAMS SW6385  DOVER WHITE

PAINT (ACCENT)

PER ARCHITECT'S DRAWINGS

F1

F2

F
CARPET (TILES)

BASEB
B1

WALLSW
P1

P2

CEILINGC
C1 2 X 4 SUSPENDED CEILING

MFG:  SHAW;  PATTERN:  COMMON SENSE;  COLOR:  80402 MIST

INTERIOR COLORS

FINISH KEY

RUBBER BASE (USE W/ CARPET TILE AS WELL AS VINYL)

PAINT (GENERAL)

MISCELLANEOUSM
M1

M2

TRIM PAINT SHERWIN WILLIAMS SW6074  SPALDING GRAY

DESCRIPTION

WOOD DOORS GOLDEN OAK

CARPET (BROADLOOM) - ALTERNATE MFG: MOHAWK; PATTERN: NOVA MATRIX; COLOR: 7503 FRESCO SKY

MFG: JOHNSONITE; COLOR: 63 BURNT UMBER

FLOOR

F3 CERAMIC FLOOR TILE 2" X 2" MFG: DALTILE; COLOR: D156 BROWNSTONE RANGE

F4 VINYL COMPOSITION TILE MFG: ARMSTRONG; COLOR: 51911 CLASSIC WHITE

B2 CARPET BASE (F2) 4" MFG: MOHAWK; PATTERN: NOVA MATRIX; COLOR: 7503 FRESCO SKY

B3 CERAMIC TILE BASE - PROFILE MB-5A MFG: DALTILE; COLOR: D156 BROWNSTONE RANGE

SHERWIN WILLIAMS SW6242  BRACING BLUE

CERAMIC WALL TILE  4 1/4" X 4 1/4"T1 MFG: DALTILE; COLOR: 0799  PEARL WHITE

C2 PAINTED GYP. BD. SHERWIN WILLIAMS SW7006  PURE WHITE

WILSONART #D91-60 SLATE GRAY

WILSONART #4557-60  DAKOTA RIDGE

MAPEI - #09 GRAY

MAPEI - #14 BISCUIT

M3 LAMINATE (VERTICAL SURFACES)

M4 LAMINATE (HORIZONTAL SURFACES)

M5 GROUT - FLOOR TILE

M6 GROUT - WALL TILE

REMARKS
1. REFER TO ROOM FINISH SCHEDULE FOR EXTENT OF PAINT / ACCENT PAINT

5/8" gyp. bd.

Cont. caulk all around frame

(2) ea. structural ga. studs ea.
side of door jambs - typical

H. metal door frame

5/8" gyp. bd.

Cont. caulk all around frame

Glass sidelight

Top mounted aluminum blinds -
verify mounting requirements
w/ blind manufacturer

H. Metal frame

OFFICECOMMON AREA
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Schedules and Details

pc

Office of Rehabilitation
Building E - Tenant
Improvements

WALL TYPE SCHEDULE
No. Description

W1 Existing wall
W3 25 ga. metal stud w/ 5/8" gyp. bd. each side
W4 20 ga. metal stud w/ 3/4" plywood sheathing @ I.T. Room, 5/8" gyp. bd. @ office
W5 25 ga. metal stud w/ 5/8" gyp. bd. @ hallway side, 5/8" m.r. gyp. bd. and ceramic tile wainscot to 4'-0" min. @

toilet room side
W6 25 ga. metal stud w/ 5/8" m.r. gyp. bd. and ceramic tile wainscot to 4'-0" min. each side
W7 Existing masonry wall.

DOOR SCHEDULE

Mark Width Height Thickness Type Material Finish
Frame

Material Head Jamb
Hard
ware Comments

100 Existing Storefront
101 3' - 0" 7' - 0" 1 3/4" C S.C. Wood Stain H.Metal 1/A104 1/A104
102 3' - 0" 7' - 0" 1 3/4" C S.C. Wood Stain H.Metal 1/A104 1/A104 HW 1
103 3' - 0" 7' - 0" 1 3/4" C S.C. Wood Stain H.Metal 1/A104 1/A104 HW 1
104 3' - 0" 7' - 0" 1 3/4" A S.C. Wood Stain H.Metal 1/A104 1/A104 HW 2
105 3' - 0" 7' - 0" 1 3/4" B S.C. Wood Stain H.Metal 1/A104 1/A104 HW 1
106 3' - 0" 7' - 0" 1 3/4" A S.C. Wood Stain H.Metal 1/A104 1/A104 HW 3
107 3' - 0" 7' - 0" 1 3/4" A S.C. Wood Stain H.Metal 1/A104 1/A104 HW 3
108 3' - 0" 7' - 0" 1 3/4" C S.C. Wood Stain H.Metal 1/A104 1/A104 HW 1
109 3' - 0" 7' - 0" 1 3/4" C S.C. Wood Stain H.Metal 1/A104 1/A104 HW 1
110 3' - 0" 7' - 0" 1 3/4" C S.C. Wood Stain H.Metal 1/A104 1/A104 HW 1
111 3' - 0" 7' - 0" 1 3/4" C S.C. Wood Stain H.Metal 1/A104 1/A104 HW 1
112 3' - 0" 7' - 0" 1 3/4" A S.C. Wood Stain H.Metal 1/A104 1/A104 HW 2
113a 3' - 0" 7' - 0" E Framed opening
113b 3' - 0" 7' - 0" E Framed opening
114 3' - 0" 7' - 0" 1 3/4" B S.C. Wood Stain H.Metal 1/A104 1/A104 HW 5 Electric strike - provide remote entrance buzzer
116 3' - 0" 7' - 0" 1 1/2" D S.C. Wood Stain H.Metal 1/A104 1/A104 HW 6
116b 4' - 0" 6' - 10" 1 3/4" A H. Metal Paint H.Metal 1/A104 1/A104 HW 7 Existing Door - Recaulk frame, provide new threshold and door bottom
117 2' - 6" 7' - 0" 1 3/4" A S.C. Wood Stain H.Metal 1/A104 1/A104 HW 2

ROOM FINISH SCHEDULE

Number Name
North
Wall

East
Wall

South
Wall

West
Wall

Wain
scot

Base
Finish

Floor
Finish

Ceiling
Finish Ceiling Height

100 Reception P1 P2 P1 P1 B1 F1 C1 9' - 0"
101 Conference P1 P1 P2 P1 B1 F1 C1 9' - 0"
102 Office P1 P1 P1 P2 B1 F1 C1 9' - 0"
103 Office P1 P1 P1 P2 B1 F1 C1 9' - 0"
104 I.T. Room P1 P1 P1 P1 B1 F4 C1 9' - 0"
105 Break Room P1 P1 P1 P1 B1 F4 C1 9' - 0"
106 Toilet Room P1 P1 P1 P1 T1 B3 F3 C2 8' - 0"
107 Toilet Room P1 P1 P1 P1 T1 B3 F3 C2 8' - 0"
108 Office P1 P2 P1 P1 B1 F1 C1 9' - 0"
109 Office P1 P2 P1 P1 B1 F1 C1 9' - 0"
110 Office P1 P2 P1 P1 B1 F1 C1 9' - 0"
111 Director Office P1 P2 P1 P1 B1 F1 C1 9' - 0"
112 File Room P1 P1 P1 P1 B1 F1 C1 9' - 0"
113 Work Room P1 P1 P1 P1 B1 F1 C1 9' - 0"
114 Work Station N/A P1 P1 N/A B1 F1 C1 9' - 0"
115 Work Station N/A N/A P1 N/A B1 F1 C1 9' - 0"
116 Common Area P1 P1 P2 P1 B1 F1 C1 9' - 0"
117 Janitor P1 P1 P1 P1 T1 B3 F4 C2 8' - 0"

 3" = 1'-0"1 Door Jamb / Head Sim.

DOOR / FRAME TYPES

MARK DATE DESCRIPTION

 3" = 1'-0"2 Sidelight Head Detail

5
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